
*   Must check the Disposition of the mastic associated with this material
** This material contains trace amounts of asbestos (<=1%)
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Material Description (notes if applicable)Area ID S. Link

MPS Site #: 023

MILWAUKEE SCHOOL OF ENTREPRENEURSHIP
Date: 04/19/2012

Sorted by:   Area/Matl/Zone
Disposition
Selected: 

REPORT OF BUILDING MATERIALS for ACM
Assumed
Non-ACM
Non-ACM**
Non-Suspect**Materials printed in BOLD must be treated as Asbestos Containing Materials** 

Zone Matl Code Disposition QuantityResponse
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CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS
PARTICLE/WAFERBOARD PANELS
SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
PARTICLE/WAFERBOARD PANELS

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
FLOOR TILE, 12"x12" Cream Vinyl *

FLOOR TILE MASTIC, Black

FLOOR TILE, Replacement 12"x12" & Associated Mastic
MASONITE PANELS
PIPE INSULATION, Fiberglass

SOUNDBOARD PANELS, Fiberboard
WALL BASE, 4" Replacement Vinyl & Associated Mastic

CARPETING, Replacement & Associated Mastic
WALLBOARD, Drywall/Joint Compound System
PIPE INSULATION, Fiberglass w/ Zeston [PVC] Fittings

CAULKING, Window Frames

CARPETING, Replacement & Associated Mastic
WALLBOARD, Drywall/Joint Compound System
PIPE INSULATION, Fiberglass w/ Zeston [PVC] Fittings

WALLBOARD, Drywall/Joint Compound System
POURED FLOORING, Epoxy

CARPETING *
CARPET MASTIC
WALLBOARD, Drywall/Joint Compound System
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CTRP
DWJC
DWJC
MSN
PB
SBFB

CPTMR
CTRP
DWJC
PB

CPTMR
CTRP
DWJC
DWJC
FT12CM

FTMK

FTR
MSN
PIF

SBFB
WBR4

CPTMR
DWJC
PIFZ

CKGWF

CPTMR
DWJC
PIFZ

DWJC
FPE

CPT*
CPTM
DWJC

CPTMR
CTR
DW
DWJC
MSNT
PB
SB

CPTMR
CTR
DWJC
PB

CPTMR
CTR
DW
DWJC
FT4

FTM1

FTR
MSNT
PIF

SB
WBR4

CPTMR
DWJC
FTR

CKGIWF

CPTMR
DWJC
FTR

DW
PEF

CPT
CPTM
DW

Brown, gray & white accenting. Beneath new carpeting @ old areas G5 &
G5A (southwest section of room).

Beneath new carpeting @ old areas G5 & G5A (southwest section of room).

Above ceiling.

Brown.

NOTE: 

NOTE: 

NOTE: 

NOTE: 

Non-Suspect
Non-Suspect
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Non-Suspect
Non-Suspect
Non-Suspect
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Non-Suspect
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*   Must check the Disposition of the mastic associated with this material
** This material contains trace amounts of asbestos (<=1%)
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Material Description (notes if applicable)Area ID S. Link

MPS Site #: 023

MILWAUKEE SCHOOL OF ENTREPRENEURSHIP
Date: 04/19/2012

Sorted by:   Area/Matl/Zone
Disposition
Selected: 

REPORT OF BUILDING MATERIALS for ACM
Assumed
Non-ACM
Non-ACM**
Non-Suspect**Materials printed in BOLD must be treated as Asbestos Containing Materials** 

Zone Matl Code Disposition QuantityResponse
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WALL BASE MASTIC

DUCT CONNECTORS, Canvas Vibration Isolators
WALLBOARD, Drywall/Joint Compound System
WALL BASE, 2" Black Vinyl *
WALL BASE MASTIC

DUCT CONNECTORS, Canvas Vibration Isolators
WALLBOARD, Drywall/Joint Compound System
PIPE INSULATION, Armaflex

WALLBOARD, Drywall/Joint Compound System
POURED FLOORING, Epoxy

WALLBOARD, Drywall/Joint Compound System
TERRAZZO SLOP SINK

CAULKING, Window Frames
CAULKING, Window Frames
CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS
PARTICLE/WAFERBOARD PANELS
SOUNDBOARD PANELS, Fiberboard
SINK UNDERCOATING, Resinous Sealant

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
MASONITE PANELS
PARTICLE/WAFERBOARD PANELS
SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS

SOUNDBOARD PANELS, Fiberboard

004

005

006

007

008

009

010

Z1
Z1
Z1
Z1

Z1
Z1
Z1
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Z1
ZR
ZR
Z1
ZR
Z1
Z1
Z1
Z1

ZR
Z1
Z1
Z1
Z1

ZR
ZR
Z1
ZR
Z1

Z1

WBM

DC
DWJC
WB2K
WBM

DC
DWJC
PIAX

DWJC
FPE

DWJC
TRZSS

CKGWF
CKGWF
CPTMR
CTRP
DWJC
DWJC
MSN
PB
SBFB
SKURS

CPTMR
CT24F
MSN
PB
SBFB

CPTMR
CTRP
DWJC
DWJC
MSN

SBFB

WBM

DC
DW
WB2
WBM

DC
DW
PIAXP

DW
PEF

DW
TRZZ

CKGW
CKGW2
CPTMR
CTR
DW
DWJC
MSNT
PB
SB
SPK

CPTMR
CT1
MSNT
PB
SB

CPTMR
CTR
DW
DWJC
MSNT

SB

Covered w/ a tar coating.

Coating is actually resinous pads placed on the sink's underside.

Behind new drywall.

NOTE: 

NOTE: 

NOTE: 
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Non-ACM
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*   Must check the Disposition of the mastic associated with this material
** This material contains trace amounts of asbestos (<=1%)
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Material Description (notes if applicable)Area ID S. Link

MPS Site #: 023

MILWAUKEE SCHOOL OF ENTREPRENEURSHIP
Date: 04/19/2012

Sorted by:   Area/Matl/Zone
Disposition
Selected: 

REPORT OF BUILDING MATERIALS for ACM
Assumed
Non-ACM
Non-ACM**
Non-Suspect**Materials printed in BOLD must be treated as Asbestos Containing Materials** 

Zone Matl Code Disposition QuantityResponse
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CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels

WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS

SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
CEILING TILE PATCH, Replacement Panels

WALLBOARD, Drywall/Joint Compound System
WALL BASE, 4" Replacement Vinyl & Associated Mastic

DUCT CONNECTORS, Canvas Vibration Isolators
WALLBOARD, Drywall/Joint Compound System

WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
SHEET FLOORING, Replacement Vinyl & Associated Mastic

DUCT CONNECTORS, Canvas Vibration Isolators
WALLBOARD, Drywall/Joint Compound System

CAULKING, Plumbing Fixtures

CERAMIC WALL TILE, Replacement Tile, Grout & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
SHEET FLOORING, Replacement Vinyl & Associated Mastic

CAULKING, Door Frames
CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
MASONITE PANELS

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
MASONITE PANELS

011
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014

015
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016A
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CPTMR
CTRP

DWJC
MSN

SBFB

CPTMR
CT24F
CTRP

DWJC
WBR4

DC
DWJC

DWJC
DWJC
FSVR

DC
DWJC

CKGPF

CTGR
CTRP
DWJC
DWJC
FSVR

CKGDF
CPTMR
CT24F
DWJC
MSN

CPTMR
CT24F
MSN

CPTMR
CT24F
MSN

CPTMR
CTR

DW
MSNT

SB

CPTMR
CT1
CTR

DWJC
WBR4

DC
DW

DW
DWJC
FSR

DC
DW

CKGS

CTGR
CTR
DW
DWJC
FSR

CKGIDF
CPTMR
CT1
DW
MSNT

CPTMR
CT1
MSNT

CPTMR
CT1
MSNT

2'x4' mineral board panels.

Behind new drywall.

2'x4' mineral board panels.

White caulking applied around sinks.

NOTE: 

NOTE: 

NOTE: 

NOTE: 
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*   Must check the Disposition of the mastic associated with this material
** This material contains trace amounts of asbestos (<=1%)
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Material Description (notes if applicable)Area ID S. Link

MPS Site #: 023

MILWAUKEE SCHOOL OF ENTREPRENEURSHIP
Date: 04/19/2012

Sorted by:   Area/Matl/Zone
Disposition
Selected: 

REPORT OF BUILDING MATERIALS for ACM
Assumed
Non-ACM
Non-ACM**
Non-Suspect**Materials printed in BOLD must be treated as Asbestos Containing Materials** 

Zone Matl Code Disposition QuantityResponse
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CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
MASONITE PANELS

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
MASONITE PANELS

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
MASONITE PANELS

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS

SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS
PARTICLE/WAFERBOARD PANELS
SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS
PARTICLE/WAFERBOARD PANELS
SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
MASONITE PANELS
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CPTMR
CT24F
DWJC
MSN

CPTMR
CT24F
MSN

CPTMR
CT24F
MSN

CPTMR
CT24F
MSN

CPTMR
CTRP
DWJC
DWJC
MSN

SBFB

CPTMR
CT24F
DWJC
MSN
PB
SBFB

CPTMR
CT24F
DWJC
MSN
PB
SBFB

CPTMR
CT24F
MSN

CPTMR
CT1
DW
MSNT

CPTMR
CT1
MSNT

CPTMR
CT1
MSNT

CPTMR
CT1
MSNT

CPTMR
CTR
DW
DWJC
MSNT

SB

CPTMR
CT1
DW
MSNT
PB
SB

CPTMR
CT1
DW
MSNT
PB
SB

CPTMR
CT1
MSNT

Behind new drywall.

Behind new drywall.

NOTE: 

NOTE: 
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*   Must check the Disposition of the mastic associated with this material
** This material contains trace amounts of asbestos (<=1%)
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Material Description (notes if applicable)Area ID S. Link

MPS Site #: 023

MILWAUKEE SCHOOL OF ENTREPRENEURSHIP
Date: 04/19/2012

Sorted by:   Area/Matl/Zone
Disposition
Selected: 

REPORT OF BUILDING MATERIALS for ACM
Assumed
Non-ACM
Non-ACM**
Non-Suspect**Materials printed in BOLD must be treated as Asbestos Containing Materials** 

Zone Matl Code Disposition QuantityResponse
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CERAMIC WALL TILE, Replacement Tile, Grout & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
SHEET FLOORING, Replacement Vinyl & Associated Mastic

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS

SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Mineral Board Panels
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS

PARTICLE/WAFERBOARD PANELS

SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS
PARTICLE/WAFERBOARD PANELS
SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
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CTRP
DWJC
FSVR

CPTMR
CTRP
DWJC
MSN

SBFB

CPTMR
CTRP
DWJC
DWJC

CPTMR
CT24M
CTRP
DWJC
DWJC
MSN

PB

SBFB

CPTMR
CTRP
DWJC
DWJC
MSN
PB
SBFB

CPTMR
CTRP
DWJC

CTGR
CTR
DWJC
FSR

CPTMR
CTR
DWJC
MSNT

SB

CPTMR
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DW
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CPTMR
CT2
CTR
DW
DWJC
MSNT

PB

SB

CPTMR
CTR
DW
DWJC
MSNT
PB
SB

CPTMR
CTR
DWJC

Behind new drywall.

Behind new drywall.

Behind new drywall.

Behind new drywall.

Behind new drywall.

NOTE: 

NOTE: 

NOTE: 

NOTE: 

NOTE: 
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*   Must check the Disposition of the mastic associated with this material
** This material contains trace amounts of asbestos (<=1%)
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Material Description (notes if applicable)Area ID S. Link

MPS Site #: 023

MILWAUKEE SCHOOL OF ENTREPRENEURSHIP
Date: 04/19/2012

Sorted by:   Area/Matl/Zone
Disposition
Selected: 

REPORT OF BUILDING MATERIALS for ACM
Assumed
Non-ACM
Non-ACM**
Non-Suspect**Materials printed in BOLD must be treated as Asbestos Containing Materials** 

Zone Matl Code Disposition QuantityResponse
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WALLBOARD, Drywall/Joint Compound System
POURED FLOORING, Epoxy

DUCT CONNECTORS, Canvas Vibration Isolators
WALLBOARD, Drywall/Joint Compound System

DUCT CONNECTORS, Canvas Vibration Isolators
WALLBOARD, Drywall/Joint Compound System

WALLBOARD, Drywall/Joint Compound System
POURED FLOORING, Epoxy

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
WALLBOARD, Drywall/Joint Compound System
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS
PARTICLE/WAFERBOARD PANELS
SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE PATCH, Replacement Panels
WALLBOARD, Drywall/Joint Compound System
MASONITE PANELS
SOUNDBOARD PANELS, Fiberboard

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
CEILING TILE PATCH, Replacement Panels
MASONITE PANELS
SOUNDBOARD PANELS, Fiberboard

NO SUSPECT MATERIALS

PLASTER, Stucco Finish
WINDOW/DOOR CAULKING
WINDOW GLAZING COMPOUND

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Mineral Board Panels
FIRE DOORS, Replacement
MASONITE PANELS
SOUNDBOARD PANELS, Fiberboard
WINDOW/DOOR CAULKING

023

024

025

026

CORR 1-1

CORR 2-1

CORR G-1

CS1

EXTERIOR

STAIR 1

Z1
Z1

Z1
Z1

Z1
Z1

Z1
Z1

ZR
Z1
Z1
ZR
Z1
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Z1
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ZR
Z1
Z1
Z1
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Z1
ZR
Z1
Z1

Z1

Z1
Z1
Z1

ZR
Z1
ZR
Z1
Z1
Z1

DWJC
FPE

DC
DWJC

DC
DWJC

DWJC
FPE

CPTMR
CT24F
DWJC
DWJC
MSN
PB
SBFB

CPTMR
CTRP
DWJC
MSN
SBFB

CPTMR
CT24F
CTRP
MSN
SBFB

NSM

PS
WDC
WGC

CPTMR
CT24M
FDR
MSN
SBFB
WDC

DW
PEF

DC
DW

DC
DW

DW
PEF

CPTMR
CT1
DW
DWJC
MSNT
PB
SB

CPTMR
CTR
DW
MSNT
SB

CPTMR
CT1
CTR
MSNT
SB

NSM

P
WDC
WGC

CPTMR
CT2
FDR
MSNT
SB
WDC

Non-ACM
Non-ACM

Non-ACM
Non-ACM

Non-ACM
Non-ACM

Non-ACM
Non-ACM

Non-Suspect
Non-ACM
Non-ACM

Non-Suspect
Non-Suspect
Non-Suspect

Non-ACM

Non-Suspect
Non-Suspect

Non-ACM
Non-Suspect

Non-ACM

Non-Suspect
Non-ACM

Non-Suspect
Non-Suspect

Non-ACM

Non-Suspect

Non-ACM
ACM

Non-ACM

Non-Suspect
Non-ACM

Non-Suspect
Non-Suspect

Non-ACM
ACM

 0
 0

 2
 0

 2
 0

 0
 0

 0
 0
 0
 0
 0
 0
 0

 0
 0
 0
 0
 0

 0
 0
 0
 0
 0

 0

 0
 84
 80

 0
 0
 0
 0
 0
 2

sf
sf

ea
sf

ea
sf

sf
sf

sf
sf
sf
sf
sf
sf
sf

sf
sf
sf
sf
sf

sf
sf
sf
sf
sf

sf

sf
sf
sf

sf
sf
ea
sf
sf
sf

O&M

O&M

SPD

SPD

12

12

N

N

N

N

ND

ND

Y

Y

N

N



*   Must check the Disposition of the mastic associated with this material
** This material contains trace amounts of asbestos (<=1%)
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Material Description (notes if applicable)Area ID S. Link

MPS Site #: 023

MILWAUKEE SCHOOL OF ENTREPRENEURSHIP
Date: 04/19/2012

Sorted by:   Area/Matl/Zone
Disposition
Selected: 

REPORT OF BUILDING MATERIALS for ACM
Assumed
Non-ACM
Non-ACM**
Non-Suspect**Materials printed in BOLD must be treated as Asbestos Containing Materials** 

Zone Matl Code Disposition QuantityResponse

F
r
i
a
b
l
e

C
o
n
d
i
t
i
o
n

A
c
c
e
s
s

D
e
b
r
i
s

A
i
r
f
l
o
w

A
H
E
R
A

#

P
F
D

P
r
i
o
r
i
t
y

CARPETING, Replacement & Associated Mastic
CEILING TILE, 2'x4' Fiberglass Panels
WALLBOARD, Drywall/Joint Compound System
FIRE DOORS, Replacement
PARTICLE/WAFERBOARD PANELS
WALL BASE, 4" Replacement Vinyl & Associated Mastic

STAIR 2 ZR
Z1
Z1
ZR
Z1
ZR

CPTMR
CT24F
DWJC
FDR
PB
WBR4

CPTMR
CT1
DW
FDR
PB
WBR4

Total Record Count:  Total Area Count:   207  48

Matl Types Selected:  

Areas Selected:  

ALL

ALL

Non-Suspect
Non-ACM
Non-ACM

Non-Suspect
Non-Suspect
Non-Suspect

 0
 0
 0
 0
 0
 0

sf
sf
sf
ea
sf
sf


